aetta.

ADDENDUM NO. 02

Project Name: Pe Ell K-12 School Modernization
Aetta Project #: 24014
Date: 8/8/25

NOTICE TO BIDDERS:

The amendments and additions provided in this addendum shall become part of the Contract Documents
for this Project. Bidder shall acknowledge receipt of this, and all other Addendum in the space provided
on the Bid Form.

BIDS DUE DATE IS REVISED AS INDICATED BELOW:

GENERAL INFORMATION / CLARIFICATION:

Item# Location/Section: Description

2.1.0 BIDS DUE REVISE Bids Due Time and Date from: Prior to 2:00 P.M.,
Tuesday, August 19th, 2025 to read: Prior to 2:00 P.M.,
Tuesday, August 26th, 2025.

211 PROJECT MANUAL  NOTICE: BID FORM will be reissued in the next addendum to
00 41 00 BID FORM incorporate date changes defined herein.

21.2 PROJECT MANUAL  REVISE 1.03 C, to read: Last Date for Substitution Requests:
00 01 02 PROJECT Before 5:00 p.m. on August 12, 2025.

INFORMATION

21.3 REVISE 1.03 D, to read: Last Date for Bidder Questions to
Architect: Before 5:00 p.m. on August 12, 2025.

214 REVISE 1.03 E, to read: Tentative Last Addendum Date on or
around August 14, 2025.

2.1.5 REVISE 1.03 F, to read: Bid Due Date: Prior to 2:00 P.M., Tuesday,
August 26, 2025.

2.1.6 REVISE 1.03 G, to read: Bid Opening 2:01 P.M., Tuesday, August
26, 2025.

21.7 REVISE 1.03 H, to read: Anticipated Notice of Intent to Award Date:
August 28, 2025.

2.1.8 REVISE 1.03 |, to read: Anticipated Award Date:
September 9, 2025.

2.1.9 REVISE 1.03 J, to read: Anticipated Notice to Proceed:
September 9, 2025.

DRAWINGS:

Civil/Landscape

Item#  Sheet: Description

21.0

Battle Ground, WA — 821 SE 14" Loop, Suite 109, P.O. Box 798, Battle Ground, WA 98604 (360) 687-8379
Longview, WA — 950 12" Avenue, Suite 200, Longview, WA 98632 (360) 425-0000
Tacoma, WA — 950 Broadway, Suite M100, Tacoma, WA 98402 (360) 687-8379
Palmer, AK - 247 South Alaska Street, P.O. Box 2732, Palmer, AK 99645 (907) 360-9696



Architectural

Item #:
2.2.0

2.21

222

223

224

225

226

227

228

229

2.2.10

2.2.11

2212

2.2.13

2214

2.2.15

2.2.16

Sheet:

G006

G007

D203

D240

A202

A204

A205

A206

A207

A210

A213

A233

A234

A235

A236

A301

A302

Description:
REPLACE sheet in its entirety with attached revised drawing SHEET G006 —
delta 2, 8/8/25.

ADD at PHASING SCHEDULE:
“3.  ALL MEP SYSTEMS MUST BE OPERATIONAL BY EACH PHASE
SUBSTANTIAL COMPLETION OR PROVIDE TEMPORARY MEP SYSTEMS.”

ADD to keynote 02.307 “SALVAGE GLASS SHELVES AND SHELF SYSTEM
FOR REINSTALLATION. PROTECT FROM DAMAGE.”

REPLACE sheet in its entirety with attached revised drawing SHEET D240 —
delta 2, 8/8/25.

ADD section callout 8/A401

REPLACE sheet in its entirety with attached revised drawing SHEET A204 —
delta 2, 8/8/25

REPLACE sheet in its entirety with attached revised drawing SHEET A205 —
delta 2, 8/8/25

REPLACE sheet in its entirety with attached revised drawing SHEET A206 —
delta 2, 8/8/25

REPLACE sheet in its entirety with attached revised drawing SHEET A207 —
delta 2, 8/8/25

ADD callout SECTION 8/A401

REPLACE sheet in its entirety with attached revised drawing SHEET A213 —
delta 2, 8/8/25

REPLACE sheet in its entirety with attached revised drawing SHEET A233 —
delta 2, 8/8/25

REPLACE sheet in its entirety with attached revised drawing SHEET A234 —
delta 2, 8/8/25

REPLACE sheet in its entirety with attached revised drawing SHEET A235 —
delta 2, 8/8/25

REPLACE sheet in its entirety with attached revised drawing SHEET A236 —
delta 2, 8/8/25

REPLACE sheet in its entirety, for miscellaneous graphic adjustments for clarity,
with attached revised drawing SHEET A301 — delta 2, 8/8/25

REPLACE sheet in its entirety with attached revised drawing SHEET A302 —
delta 2, 8/8/25
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2217 A304 Elevation 8: ADD detail callout at library parapet between Grid D.3 and D

2.2.18 A401 REPLACE sheet in its entirety with attached revised drawing SHEET A401 —
delta 2, 8/8/25

2219 A402 REPLACE sheet in its entirety with attached revised drawing SHEET A402 —
delta 2, 8/8/25

2.2.20 A411 REPLACE sheet in its entirety with attached revised drawing SHEET A411 —
delta 2, 8/8/25

2.2.21 A412 REPLACE sheet in its entirety with attached revised drawing SHEET A412 —
delta 2, 8/8/25

2222 A512 REVISE at DOOR SCHEDULE, 800.3, FIRE RATING, to read, “90m”. REVISE
REMARKS to read, “2 HOUR OVERHEAD FIRE SHUTTER DOOR”

2.2.23 A603 Finish Floor Legend: ADD note as follows:
“NOTE: FOR COMMONS PROVIDE RANDOM FLOOR PATTERN OF L-7
(62%), L-8 (18%), L-10 (20%)”

2224 A611 DOORS: DELETE PL-8. REPLACE with, “REFER TO DOOR SPECIFICAITONS”

WOOD: REVISE WD-2, DESC: to read “DECORATIVE TRIM “TREES” (NOT
USED)

ACOUSTIC CEILING TILE: REVISE ACT-3, STYLE: to “FOCUS B”

2.2.25 A681 REPLACE sheet in its entirety with attached revised drawing SHEET A681 —
delta 2, 8/8/25

2.2.26 A703 REPLACE sheet in its entirety with attached revised drawing SHEET A703 —
delta 2, 8/8/25

2.2.27 A704 REPLACE sheet in its entirety with attached revised drawing SHEET A704 —
delta 2, 8/8/25

2.2.28 A705 REPLACE sheet in its entirety with attached revised drawing SHEET A705 —
delta 2, 8/8/25

2.2.29 A712 REPLACE sheet in its entirety with attached revised drawing SHEET A712 —
delta 2, 8/8/25

Structural

Item # Sheet: Description

2.3.0 S202 REVISE: Wall extents, holdowns and continuous footing widths on grid 10
revised to match arch. Replace with corresponding revised drawing sheet.

2.3.1 S203 REVISE: Built-up stud packs in new walls along grids D and | called out in roof
details are now shown on plan. Replace with corresponding revised drawing
sheet
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23.2

233

234

235

236

237

238

2.3.9

2.3.10

2.3.11

Plumbing
Item #:
24.0

S204

S212

S213

5214

S215

S303

S401

S$620

S621

5622

Sheet:

Mechanical

Item #:
25.0
2.5.1

252

Sheet:
MD206
M202

M203

REVISE: Structural wall on grid 10 added and existing CMU wall on grid 11
now shown. Replace with corresponding revised drawing sheet.

REVISE: roof detail callouts along grid 10. Revised extents of concrete pads
under mechanical units and corresponding structural support. Added callout for
overbuild framing as needed at cricket in NW corner of commons roof. Replace
with corresponding revised drawing sheet

REVISE: Existing roof trusses between grids J and | and grids D.3 and D now
shown on plan. Replace with corresponding revised drawing sheet

REVISE: Roof details on grids 10 and 11 revised. Beam on grid 10 removed
and replaced with full height structural wall. Replace with corresponding
revised drawing sheet

REVISE: Roof detail on Grid K revised. Replace with corresponding revised
drawing sheet

REVISE: 5-0” wide continuous footing removed from table in detail 1/S303.
Replace with corresponding revised drawing sheet

REVISE: Detail added for channel header over new opening in solid grouted
masonry walls. Replace with corresponding revised drawing sheet

ADD details 10-15/S620 for concrete pad, roof overbuild, and fire wall blocking.
Replace with corresponding revised drawing sheet

REVISE detail 17/S621. Replace with corresponding revised drawing sheet

REVISE detail 7/S622 for fire wall blocking and new stud wall. Added details
10-12/S622 for new wall constructions and fire wall blocking. Replace with
corresponding revised drawing sheet

Description:

Description:
Sheet Keynotes and drawings for demolition of existing units.
REPLACE sheet in its entirety with attached revised sheet.
DELETE CO2 sensors in classrooms.
REVISE multiple temperature sensor locations.
REVISE multiple ceiling diffuser and grille locations.
REVISE VRF branch selector location.

REPLACE sheet in its entirety with attached revised sheet
DELETE CO2 sensors in conference room, community room and library.
REVISE multiple temperature sensor locations.
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2.5.3 M204 REPLACE sheet in its entirety with attached revised sheet
DELETE CO2 sensors in classrooms.
REVISE multiple temperature sensor locations.
ADD temperature sensor and CO2 sensor locations in multipurpose.

254 M205 REPLACE sheet in its entirety with attached revised sheet
DELETE CO2 sensors in kitchen and flex room.
ADD temperature sensor location in girl’s locker room.

255 M206 REPLACE sheet in its entirety with attached revised sheet
DELETE CO2 sensors in shop, shop classroom and music.
REVISE DOAS-8 supply ductwork and air distribution in shop.
REVISE temperature sensor location in shop.

2.5.6 M211 REPLACE sheet in its entirety with attached revised sheet
ADD notes with roof curb reference for RTHP-1, RTHP-2 and DOAS-3 on
concrete roof.

257 M701 REPLACE sheet in its entirety with attached revised sheet
REVISE supply duct takeoff detail.

258 M702 REPLACE sheet in its entirety with attached revised sheet
DELETE downblast roof exhaust fan detail.
Updated upblast grease hod roof exhaust fan detail.
Adde fire damper and dryer vent details.

Electrical

Item #:  Sheet: Description:

26.0 EOO01 REPLACE sheet in its entirety with attached revised sheet
ADD Phasing Scope of Work Summary
Revised sheet placement

2.6.1 E203 REPLACE sheet in its entirety with attached revised sheet

ADD Bid Alternate No. 11 information

ADD presentation lighting zone leg designations in community room
ADD clarification around conference lighting controls

ADD Bid Alternate No. 16 information

2.6.2 E207 REPLACE sheet in its entirety with attached revised sheet
ADD specification for type ‘S’

2.6.3 E303 REPLACE sheet in its entirety with attached revised sheet
REVISE projector in conference room to wall mounted display
REVISE projector in library to comm
unity room
ADD ceiling mounted double duplex in community room

2.6.4 E306 REPLACE sheet in its entirety with attached revised sheet
ADD TV receptacle to athletics lobby

Food Service

Item#  Sheet: Description
27.0
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Technology
Item#:  Sheet: Description:
2.8.0 TOO1 REPLACE sheet in its entirety with attached revised sheet
ADD symbols for audio reinforcement speaker and paging horn.

2.8.1 T202 REPLACE sheet in its entirety with attached revised sheet
ADD existing cameras from district markup and revised new cameras to
reduce redundant cameras.

28.2 T203 REPLACE sheet in its entirety with attached revised sheet
ADD existing cameras from district markup and revised new cameras to
reduce redundant cameras.
ADD (4) ceiling mount audio reinforcement speakers in Community 216,
volume control button, and data outlet for AV system.
DELETE floor boxes in Conference 207 and Conference 210.
ADD video display in Conference 210.
ADD paging horns in Commons 500.
ADD audio reinforcement speakers in Commons 500.
ADD AV cabinet in Table Storage 503.
ADD AV wall plate in Commons 500.
DELETE projector in Library 217.

2.8.3 T204 REPLACE sheet in its entirety with attached revised sheet
ADD existing cameras from district markup and revised new cameras to
reduce redundant cameras.
REVISED ceiling mount paging speakers to paging horns in Multipurpose
502.

2.8.4 T205 REPLACE sheet in its entirety with attached revised sheet
ADD existing cameras from district markup and revised new cameras to
reduce redundant cameras.
REVISED paging speakers in Gym 900 to paging horns.
ADD data combo floorbox in Gym 900.
ADD Audio reinforcement speakers and AV wall plate in Gym 900 to support
AV system.
ADD AV cabinet in storage 900B.

2.8.5 T206 REPLACE sheet in its entirety with attached revised sheet
ADD existing cameras from district markup and revised new cameras to
reduce redundant cameras.
ADD audio reinforcement classroom speaker (Frontrow) in Music 804.
ADD paging horns in Music 804.

2.8.6 T501 REPLACE sheet in its entirety with attached revised sheet
ADD AV one-line diagrams for AV systems in Gym, Commons and
Community room.

2.8.7 T601 REPLACE sheet in its entirety with attached revised sheet

DELETE Security Camera schedule entries based on added existing
cameras and revised new cameras.
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SPECIFICATIONS:

Item# Section:
2.9.0 TABLE OF
CONTENTS

Section 23 09 00
Instrumentation and
Controls for HYAC

2.9.1 Section 27 41 16.51
Integrated Audio-
Video Systems and
Equipment for
Classrooms

2.9.2 Section 27 51 23.50
Educational
Intercommunications
and Program Systems

2.9.3 Section 27 53 13.13
Wireless Clock
Systems

294 Section 28 16 00

Intrusion Detection
System

Aetta Project No. 24014

Description
DELETE 27 53 13.13 WIRELESS CLOCK SYSTEMS

DELETE 28 16 00 INTRUSION DETECTION SYSTEM

3.08.P.2 ADD paragraph D for DOAS-6 and DOAS-8 controls.
3.08.P.5 table ADD row for DOAS-6 and DOAS-8 Space
temperature.

1.01.A.5 Video Source Equipment DELETE in its entirety
2.01.B.1 DELETE in its entirety

2.01.B.2 DELETE in its entirety

2.01.B.3.a.1 REVISE to read “Boxlight Frontrow AV System”
2.01.B.3.b.1 REVISE to read “Boxlight Frontrow AV System”
2.01.B.3.c.1 REVISE to read “Boxlight Frontrow AV System”
2.01.C.1 REVISE to read “Boxlight Frontrow AV System”
2.01.C.2 DELETE in its entirety

2.01.D.1.a REVISE to read “Boxlight Frontrow AV System”
2.01.D.2.a REVISE to read “Boxlight Frontrow AV System”
2.01.D.3.a REVISE to read “Boxlight Frontrow AV System”
2.01.E DELETE in its entirety

2.01.F.1 DELETE in its entirety

2.01.F.2.a ADD in its entirety “Boxlight Frontrow AV System”
2.01.F.3 DELETE in its entirety

2.03.A DELETE in its entirety

2.03.B DELETE in its entirety

2.06 DELETE in its entirety

3.06 DELETE in its entirety

2.01.D.1 REVISE to read “Advanced Network Devices Clockwise
Campus”

2.01.D.2-6 DELETE in its entirety

2.01.E.1 REVISE to read “Advanced Network Devices Digital
Display Clocks”

2.01.E.1.a ADD in its entirety

2.01.E.1.b ADD in its entirety

2.02.E.2-6 DELETE in its entirety

2.06.A REVISE to read “Provide 18-inch Digital Display Clocks
with matte black finish for semi-flush mounting, synchronous
wired.”

2.06.B REVISE to read “Provide 28-inch Digital Display Clocks
with wire guard in the gymnasium, synchronous wired.

DELETE in its entirety

DELETE in its entirety
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Section 28 23 00 1.01.A.1 DELETE in its entirety
1.01.A.2 DELETE in its entirety
2.01.A DELETE in its entirety
2.01.B DELETE in its entirety
3.01.C REVISE to read “Headed video surveillance equipment:
Provided by owner. Owner shall be responsible for tying in new
cameras into existing system. Owner shall program and provide
licenses for their existing system.”
3.01.F DELETE in its entirety
3.02 DELETE in its entirety
3.03 DELETE in its entirety

SUBSTITUTIONS:
Section #:  Item: Approved Product: Manufacturer
09 54 30 AWP-9 AVL Systems Impact AVL Systems
Hardside
09 65 66 Resilient Athletic DynaCourt 6.7mm Dynamic Sports Construction
Flooring
0968 13 WOM-1, WOM-2 Super Nop 52 Matter Surfaces

PRE-BID CONFERENCE SIGN-IN SHEET (See Attached List):

Attachments:

Revised Drawing Sheets G006, D240, A204, A205, A206, A207, A213, A233, A234, A235, A236, A301, A302, A401,
A402, A411, Ad412, A681, A703, A704, A705, A712, S202, S203, S204, S212, S213, S214, S215, S303, S401, S620,
S622,MD206, M202, M203, M204, M205, M206, M211, M701, M702, E001, E203, E207, E303, E306, TO01, T201,
T202, T203, T204, T205, T206, T401, T501, T502, T601

Revised Specification Sections 23 09 00, 27 41 16.51, 27 51 23.50, 28 23 00

END OF ADDENDUM NO. 01
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PE ELL K-12 SCHOOL MODERNIZATION
PRE-BID CONFERENCE
ATTENDEE SIGN-IN SHEET
August 5, 2025, at the Pe Ell School
519 N. 2nd Street
Pe EIll, WA 98572
2:00 P.M. Mandatory
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PE ELL K-12 SCHOOL MODERNIZATION
PRE-BID CONFERENCE
ATTENDEE SIGN-IN SHEET

August

5, 2025, at the Pe Ell School
519 N. 2nd Street
Pe Ell, WA 98572

2:00 P.M. Mandatory
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Architects

950 12th Avenue Suite 200
Longview, WA 98632
PH: 360-425-0000
www.aetta.com

519 N 2ND ST.
PE ELL, WA 98572

PE ELL SCHOOL DISTRICT
PE ELL K-12 SCHOOL MODERNIZATION
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GENERAL NOTES:
1.

DEMOLITION PLANS INDICATE DEMOLITION OF PRIMARY
ARCHITECTURAL, STRUCTURAL, MECHANICAL, ELECTRICAL
AND PLUMBING COMPONENTS AND MAY NOT SHOW ALL
Ml COMPONENTS. REFER TO ARCHITECTURAL, STRUCTURAL,
N :r* ****** B MECHANICAL, ELECTRICAL AND PLUMBING FOR ADDITIONAL
|
|
|

I INFORMATION

I 2. REFER TO MECHANICAL PLANS FOR ADDITIONAL PLUMBING,

|
|
} HVAC, AND EQUIPMENT DEMOLITION —
|
|
|
|
|

| T Bl
| I

POWER, AND SIGNALING DEMOLITION

4. ALL MECHANICAL, ELECTRICAL, AND PLUMBING DEMOLITION
SHALL INCLUDE SYSTEM CAP-OFFS BACK TO THE SOURCE 950 12th Avenue Suite 200
OR NEAREST JUNCTION BOX UNLESS OTHERWISE NOTED :
. PERFORM CUTTING TO ACCOMPLISH REMOVALS NEATLY Longview, WA 98632
I AND AS REQUIRED FOR NEW WORK. REPAIR ADJACENT PH: 360-425-0000
N/ I CONSTRUCTION AND FINISHES DAMAGED DURING www.aetta.com

i REMOVAL WORK

'
' 3. REFER TO ELECTRICAL PLANS FOR ADDITIONAL LIGHTING, Architects
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:: 6. PROTECT ALL EXISTING WALLS, CEILINGS, SOFFITS, AND
SN .. FINISHES TO REMAIN DURING WORK

— T )
=1,-02.503_1""702.503 [

o

- 02.320 | DEMOLITION LEGEND:

1 EXISTING WALLS TO REMAIN. REMOVE FINISH AND/OR
SUBSTRATE; STRIP TO STUD, TYPICAL, UNO.

i
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I
|

=
I
i
i

02.503— !

[ J l’
i
i
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]
I

REMOVE WOOD FRAMED WALL ASSEMBLY SHOWN AS

= \ — DASHED IN ITS ENTIRETY, OR AS NECESSARY FOR NEW

> iR 4i>2aSSR DOORS AND/OR OPENINGS; REMOVE ASSOCIATED AS

i | NECESSARY TO ACCOMODATE NEW WORK; CONTRACTOR

f TO COORDINATE EXTENT OF WORK WITH PLANS HEREIN.

il PREP AND/OR REPAIR ADJACENT ASSEMBLIES NECESSARY
TR FOR NEW WORK.

-02.50
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= Bl an)

m REMOVE MASONRY WALL ASSEMBLY SHOWN AS DASHED IN
. ITS ENTIRETY, OR AS NECESSARY FOR NEW DOORS
AND/OR OPENINGS; REMOVE ASSOCIATED AS NECESARY
TO ACCOMODATE NEW WORK; CONTRACTOR TO
COORDINATE EXTENT OF WORK WITH PLANS HEREIN. PREP
AND/OR REPAIR ADJACENT ASSEMBLIES NECESSARY FOR
NEW WORK.
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3 REMOVE DOOR AND FRAME IN ITS ENTIRETY. PREP AND/OR
/ REPAIR ASSEMBLIES REMAINING FOR NEW WORK
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o
e

—_ ‘ —— REMOVE WINDOW ASSEMBLIES IN ITS ENTIRETY. PREP
E-=—=-==-==-==-n  AND/OR REPAIR ADJACENT ASSEMBLIES AS NECESSARY
FOR NEW WORK.

S
M

 ——

02.503-H

REMOVE CONCRETE - REFER TO KEYNOTE & GENERAL
| | NOTE 5.

-02.503- -02.503H -02.503H -02.503H B IR IRER ~1 REMOVE CONCRETE & COMPACT GRANULAR SUBGRADE IN
| | PREPERATION FOR NEW RECESSED SLAB - REFER TO
KXOOEOOOORK ~I KEYNOTE & GENERAL NOTE 5.

) - - -

HATCH TO
REMAIN

KEYNOTE LEGEND

| 102.502

02.502] |

[

=========| iie (i

02.006 BASE BID: DEMO CANOPY IN ITS ENTIRETY. BID ALT: EXISTING TO REMAIN
2\~ PROTECT FROM DAMAGE.

(021113 /REMOVE EXISTING EXTERIOR/S/O\F/FI@ W/\/\/AW\
02.231 @VERHANG AND CANOPY ASSEMBLY TO BE DEMO'D IN ITS ENTIRETY
02.320 REMOVE EXISTING BASKETBALL HOOP BACK STOP ASSEMBLY IN ITS

ENTIRETY.

02.325.1 REMOVE SCOREBOARD AND EQUIPMENT IN ITS ENTIRETY.

02.326.1 REMOVE EQUIPMENT, INCLUDING BUT NOT LIMITED TO SCOREBOARD(S),
WALL PAD(S), SPEAKER(S), AND ARTWORK FROM WALLS AS NECESSARY
FOR NEW WORK. TURN OVER ARTWORK, PLAQUES, ETC. TO OWNER. BID
DISPOSAL OF EQUIPMENT.

02.501 REMOVE GLUE UP ACOUSTICAL CEILING TILE AND FRAMED SUPPORTS IN
ITS ENTIRETY TO ACCOMODATE NEW WORK. PREP AND/OR REPAIR
ADJACENT ASSEMBLIES TO REMAIN AS NECESSARY.

02.502 REMOVE GLUE UP ACOUSTICAL CEILING TILE AND ADHESIVE. PREP
AND/OR REPAIR ASSEMBLIES TO REMAIN AS NECESSARY.

02.503 REMOVE SUSPENDED ACOUSTICAL CEILING TILE AND GRID SYSTEM IN
: > ‘ : e SRS N ERNE RIS ‘ i ITS ENTIRETY. PREP AND/OR REPAIR ADJACENT ASSEMBLIES TO REMAIN
" gl ] 02.504 REMOVE GWB CEILING AND FRAMED SUPPORTS IN ITS ENTIRETY TO
ACCOMODATE NEW WORK. PREP AND/OR REPAIR ADJACENT
ASSEMBLIES TO REMAIN NECESSARY.

02.520 GWB CEILING TO REMAIN; PROTECT FROM DAMAGE. PATCH AND/OR
REPAIR GWB TO PREP FOR NEW PAINT.

W 02.521 GLUE UP ACOUSTICAL CEILING TILE TO REMAIN; PROTECT FROM
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DAMAGE

02.523 02.523 REMOVE WOOD TRIM WRAP AND EXPOSE WOOD BEAMS. REPAIR AND

PREP BEAMS TO REMAIN FOR NEW FINISH, TYP. @ MS HALL [300] & ES
02.524 : —{ 02.006 | HALL [400]

| B 02.524 EXISTING T&G CEILING TO REMAIN; SAND & PREP FOR NEW FINISH.

02.526 EXISTING BOTTOM CORD "KICKER" TO BE REMOVED. MAIN TRUSS
SYSTEM TO REMAIN. PROTECT FROM DAMAGE

02.527 REMOVE CONCRETE LID AND STRUCTURE ASSICATED.
02.528 DEMO SOFFIT PANEL. PREP FOR NEW WORK.
02.529 EXISTING SOFFIT PANEL TO REMAIN; PROTECT FROM DAMAGE

02.530 EXISTING T&G DECK AND BEAMS TO REMAIN; WHERE EXPOSED IN NEW
WORK: SAND AND REPAIR AS NECESSARY FOR NEW FINISH STAIN.

02.532 EXISTING BEAM TRIM WRAP TO OPEN UP TO ACCOMMODATE NEW
FIXTURE CONDUIT AND PUT BACK. REPAIR AND PREP FOR NEW FINISH

02.533 BEAM TO REMAIN; PREP FOR NEW FINISH PAINT

e
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FLOOR PLAN GENERAL NOTES:

*NOTES SHALL APPLY TO ALL SHEETS HEREIN.

1.

10.

11.

REFER TO CODE ANALYSIS SHEETS FOR RATED
CONSTRUCTION AND OPENING PROTECTION

REFER TO WALL TYPE SHEETS FOR INTERIOR AND
EXTERIOR WALL DESCRPTIONS. UNLESS OTHERWISE
NOTED; TYPICAL INTERIOR WALL SHALL BE TYPE W13

WALL TYPES ARE NOT CALLED OUT AT EACH ROOM. WALL
TYPES CALLED OUT IN ONE ROOM EXTEND FOR THE ENTIRE
LENGTH OF THE WALL UNLESS OTHERWISE NOTED

COLUMNS ARE DIMENSIONED TO CENTERLINE UNLESS
OTHERWISE NOTED

INTERIOR STUD WALLS ARE DIMENSIONED TO FACE OF
STUD UNLESS OTHERWISE NOTED

MASONRY WALLS ARE DIMENSIONED TO FACE OF MASONRY
UNLESS OTHERWISE NOTED

MASONRY OPENINGS ARE DIMENSIONED NOMINALLY
UNLESS OTHERWISE NOTED

ALL DOOR, WINDOW, LOUVER AND OTHER OPENINGS ARE
DIMENSIONED FOR ROUGH OPENING SIZE. CONSTRUCT
OPENINGS PER MANUFACTURER REQUIREMENTS

HINGE SIDE OF DOOR FRAMES TO BE 4" FROM ADJACENT
PERPENDICULAR WALLS UNLESS OTHERWISE NOTED

FLOOR DRAINS TO BE SET SO TOP OF DRAIN IS BELOW
FINISH FLOOR ELEVATION WITH CONTINUOUS FLOOR SLOPE
FROM PERIMETER OF ROOM TO DRAIN UNLESS OTHERWISE
NOTED. SLOPE TO BE BETWEEN 1/4" PER FOOT AND 1/2"
PER FOOT.

ALL DIMENSIONS OF EXISTING ELEMENTS ARE
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FLOOR PLAN - SECTOR C

APPROXIMATE AND CONTRACTOR MUST VERIFY ALL
DIMENSIONS.

LEGEND:

\\ \\\\\ RECESSED SLAB:
. 4 CONCRETE OVER MOISTURE BARRIER
. OVER 4" COMPACTED GRANULAR BASE

CONCRETE PATCH TO FINISH FLOOR
LEVEL; PREP FOR NEW WORK AND FINISH

EXISTING ASSEMBLY

I NEW WALL ASSEMBLY

WALL ASSEMBLY TAG VALUES

A ABOVE CEILING, WALL FRAMING AND FINISHES EXTENDS 6"
ABOVE CEILING
B BELOW CEILING, WALL FRAMING AND FINISHES BELOW CEILING
C FRAMING EXTENDS TO BOTTOM OF STRUCTURE. FINISHES
TERMINATE AT 6" ABOVE FINISHED CEILING
D UNDERSIDE OF ROOF DECK STRUCTURE, FRAMING AND FINISH
ONE SIDE OF WALL EXTEND TO BOTTOM OF STRUCTURE.
FINISH OTHER SIDE TERMINATES AT 6" ABOVE FINISHED CEILING
E EXTEND TO UNDERSIDE OF STRUCTURE, FRAMING AND
FINISHES BOTH SIDES EXTEND TO BOTTOM OF STRUCTURE
F PARTIAL HEIGHT WALL, HEIGHT AS INDICATED
G. EXTERIOR WALL ASSEMBLIES PER WALL SECTIONS AND
DETAILS
02.317 EXISTING COLUMNS, SAND AND PREP COLUMNS FOR NEW
FINISH, ST-1
02.320 REMOVE EXISTING BASKETBALL HOOP BACK STOP
ASSEMBLY IN ITS ENTIRETY.
02.335
06.001 CONTRATOR TO PROVIDE PLYWOOD BACKING AT WALL
PADS
09.001 EXISTING GWB TO REMAIN; PATCH AND REPAIR AS
NECESSARY. PREP EXISTING SURFACE FOR NEW FINISH.
10.007 SEPARATE PANEL TO BE 12" CLEAR FROM FLOOR

)

1/8" = 10"

PROJECT
NORTH

Architects

950 12th Avenue Suite 200
Longview, WA 98632
PH: 360-425-0000
www.aetta.com

519 N 2ND ST
PE ELL, WA 98572

PE ELL SCHOOL DISTRICT
PE ELL K-12 SCHOOL MODERNIZATION

PROJECT # 24014
DATE 07/15/25
REVISIONS

NO. DATE DESCRIPTION
2 8/7/25 ADDENDUM NO.2

FLOOR PLAN -
SECTORC

A204

BID SET




©

)

)

@

N

1.9

!
3¢
)2
:' E 104'-4" 24'-10" 18'-3"
'é
I DS
‘ a
|
'
L. S waswa[w7| |
Y R ~(E)CONC.PAVEMENT = , - TTF , | |
- BERVAN | ___Ds | DS S PR < | S
_ = — = s== = = i é = STORAGE - - _ _ - a
B ; 905B
= 2 | || _ STORAGE  wit 3-0"
804A ' E g " ; , A T
1 09.001.1 : H u = | : /S
= 2 E = _ [ e oy
: 7| B ; . : s j x . 1] e a2/
| H H A l . ! 4 —
| o | ' 7 |
0 LOCBl?I;{RsRM — LOCKER VEST
——\ | [ [
' \ 09.001.1 : | 905A
| . —
) 5 - |
STORAGE . ACHES ] |
—  lo00B] | Wi —1
| OFFICE A ] '
\ ' @Wﬂ \@/ﬁ\@ ] |
| s — | 1“&21 ; | 1.7 (E1GONC, PAVEMENT - GREEN HOUSE
' o LOCKERRR |
r [E— | o 7 -
' el L
' W25 W3 W7 w \ 2
W11 l j =
- <4\
A B~ T -5
BOYS RR | 4= ] ©|9
STORAGE | 29
89| . 1 (e [900A GRIGHG a i
] @ @ ! R | NotE \ — T T T i1 3 | © j ] | = 3
/1. EXISTING GYMNASIUM WOOD FLOOR TO REMAIN; \ | ! : CKERRR | I
y @ @ / PROTECT FROM DAMAGE. PROVIDE PROTECTIVE RAM \ COACHESRR__ | I o wi 902 | | A
/) BOARD AND SHEET MEMBRANE AT ENTIRE FLOOR. \ [ 904 | | | A ] |
’ / ' / WHERE HEAVY EQUIPMENT IS ANTICIPATED, PROVIDE \\ 2 W11 C ot
L: j& L 777777 ADEQUATELY SUPPORTING WOOD SHEATHING AND | a A © o
GRLSRR | CROSS SUPPORT AS NECESSARY. | 1L | |
I / \\ | OACHES || [E1 = — |
_~ N || oFrIcE || w11 — 1
- ~_ | ], 903 ] A - |
CONCESSIONS | | : . g}I(I:'I;QSRM ul :
812 | ) F -
S it ] 8 |
= 3 VT ~ | 4'-6" .
- I 09.0011 | 09.001 ( EXISTING 2 HR. FIRE RATED WALL ASSEMBLY | i | |
! 001, _ WZ | | o | |
[ I )
: | : | 2k ,
U = i i - | W11 | ¢z
= H : = | A | LOCKER VESTZ | &
I = = |[Cour 3 [901A 1
5 -0 = = I !
| L E : | 11 = A FIRE RISER | |
[ A N ‘ ) < = | % | STORAGE || Wil RM ' [
- o S s = = T —— — — H A 910 LA N DS B B ;ﬁ@)
Scernon: j )4 ) . RR | - L__ __f D 1]
EXCEPTION 1. @ 5 | 701A , N S - e A - — L '
STORAGE e E G e H  event T | eoone PaveeNt 4 T .
700A ) ' - A2t | STORAGE: ¥ HALLWAY e RN S = u|e 5
! | w ! 1 way _:/V—BELC\?Vr o o g e
OFFICE || | ;o | | = B L P D RS | 1
. 142 | \_'”01 ' 2 | 10 {A208) |8 ( I ' T ‘D8 T — - —————' I
ATHLETICS | \8'-2". Tl a0 1440 STORAGE \ e e e l;w — — R | e @
VELE . J VFY GYMTRUSS CL | | BOYSRR €& 2 GIRLS RR | cL ASI;ISQOOM
E oo PN = | 1412 ) |
8 = IDF 1 .
2 g oo e T o || .
“ N | Lo e | >
> all TR = ] 3
i ELECTRICAL ] u n | >
: . e
| 3 | % RRVEST [El = L
— 411A ] , |
1/A206 e ap—a—— hﬂm— e p—p——— --@Lm ||
R o "= ] o - - - - <
e — e S — e — w21 ES HALL
4’3 0 4L3-4 7 \
MATCHLINE - EI(I;).%AGLT X ‘ O — — — e < >
ih
I Y b raBLe |
. R P EGRM | STORAGE CUSTODIAL SENSORY RM PT/OT OFFICE
| PRESCHOOL
(7 |
| \ad01) I L f&] |
i n 0 i £
el 2
='m o =S
23 Q.
§l‘<}“ %lg
=1 iy
! 0

A

5

5

FLOOR PLAN - SECTORD

©

@

1/8" =

1 I_Oll

FLOOR PLAN GENERAL NOTES:

*NOTES SHALL APPLY TO ALL SHEETS HEREIN.

1.

10.

11.

REFER TO CODE ANALYSIS SHEETS FOR RATED
CONSTRUCTION AND OPENING PROTECTION

REFER TO WALL TYPE SHEETS FOR INTERIOR AND
EXTERIOR WALL DESCRPTIONS. UNLESS OTHERWISE
NOTED; TYPICAL INTERIOR WALL SHALL BE TYPE W13

WALL TYPES ARE NOT CALLED OUT AT EACH ROOM. WALL
TYPES CALLED OUT IN ONE ROOM EXTEND FOR THE ENTIRE
LENGTH OF THE WALL UNLESS OTHERWISE NOTED

COLUMNS ARE DIMENSIONED TO CENTERLINE UNLESS
OTHERWISE NOTED

INTERIOR STUD WALLS ARE DIMENSIONED TO FACE OF
STUD UNLESS OTHERWISE NOTED

MASONRY WALLS ARE DIMENSIONED TO FACE OF MASONRY
UNLESS OTHERWISE NOTED

MASONRY OPENINGS ARE DIMENSIONED NOMINALLY
UNLESS OTHERWISE NOTED

ALL DOOR, WINDOW, LOUVER AND OTHER OPENINGS ARE
DIMENSIONED FOR ROUGH OPENING SIZE. CONSTRUCT
OPENINGS PER MANUFACTURER REQUIREMENTS

HINGE SIDE OF DOOR FRAMES TO BE 4" FROM ADJACENT
PERPENDICULAR WALLS UNLESS OTHERWISE NOTED

FLOOR DRAINS TO BE SET SO TOP OF DRAIN IS BELOW
FINISH FLOOR ELEVATION WITH CONTINUOUS FLOOR SLOPE
FROM PERIMETER OF ROOM TO DRAIN UNLESS OTHERWISE
NOTED. SLOPE TO BE BETWEEN 1/4" PER FOOT AND 1/2"
PER FOOT.

ALL DIMENSIONS OF EXISTING ELEMENTS ARE
APPROXIMATE AND CONTRACTOR MUST VERIFY ALL
DIMENSIONS.

LEGEND:

RECESSED SLAB:
4" CONCRETE OVER MOISTURE BARRIER
OVER 4" COMPACTED GRANULAR BASE

:\\ \\\%

CONCRETE PATCH TO FINISH FLOOR
LEVEL; PREP FOR NEW WORK AND FINISH

EXISTING ASSEMBLY

I NEW WALL ASSEMBLY

WALL ASSEMBLY TAG VALUES

A

ABOVE CEILING, WALL FRAMING AND FINISHES EXTENDS 6"
ABOVE CEILING

BELOW CEILING, WALL FRAMING AND FINISHES BELOW CEILING

FRAMING EXTENDS TO BOTTOM OF STRUCTURE. FINISHES
TERMINATE AT 6" ABOVE FINISHED CEILING

UNDERSIDE OF ROOF DECK STRUCTURE, FRAMING AND FINISH
ONE SIDE OF WALL EXTEND TO BOTTOM OF STRUCTURE.
FINISH OTHER SIDE TERMINATES AT 6" ABOVE FINISHED CEILING

EXTEND TO UNDERSIDE OF STRUCTURE, FRAMING AND
FINISHES BOTH SIDES EXTEND TO BOTTOM OF STRUCTURE

PARTIAL HEIGHT WALL, HEIGHT AS INDICATED

EXTERIOR WALL ASSEMBLIES PER WALL SECTIONS AND
DETAILS
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*NOTES SHALL APPLY TO ALL SHEETS HEREIN.

1.

10.

11.

REFER TO CODE ANALYSIS SHEETS FOR RATED
CONSTRUCTION AND OPENING PROTECTION

REFER TO WALL TYPE SHEETS FOR INTERIOR AND
EXTERIOR WALL DESCRPTIONS. UNLESS OTHERWISE
NOTED; TYPICAL INTERIOR WALL SHALL BE TYPE W13

WALL TYPES ARE NOT CALLED OUT AT EACH ROOM. WALL
TYPES CALLED OUT IN ONE ROOM EXTEND FOR THE ENTIRE
LENGTH OF THE WALL UNLESS OTHERWISE NOTED

COLUMNS ARE DIMENSIONED TO CENTERLINE UNLESS
OTHERWISE NOTED

INTERIOR STUD WALLS ARE DIMENSIONED TO FACE OF
STUD UNLESS OTHERWISE NOTED

MASONRY WALLS ARE DIMENSIONED TO FACE OF MASONRY
UNLESS OTHERWISE NOTED

MASONRY OPENINGS ARE DIMENSIONED NOMINALLY
UNLESS OTHERWISE NOTED

ALL DOOR, WINDOW, LOUVER AND OTHER OPENINGS ARE
DIMENSIONED FOR ROUGH OPENING SIZE. CONSTRUCT
OPENINGS PER MANUFACTURER REQUIREMENTS

HINGE SIDE OF DOOR FRAMES TO BE 4" FROM ADJACENT
PERPENDICULAR WALLS UNLESS OTHERWISE NOTED

FLOOR DRAINS TO BE SET SO TOP OF DRAIN IS BELOW
FINISH FLOOR ELEVATION WITH CONTINUOUS FLOOR SLOPE
FROM PERIMETER OF ROOM TO DRAIN UNLESS OTHERWISE
NOTED. SLOPE TO BE BETWEEN 1/4" PER FOOT AND 1/2"
PER FOOT.

ALL DIMENSIONS OF EXISTING ELEMENTS ARE
APPROXIMATE AND CONTRACTOR MUST VERIFY ALL
DIMENSIONS.

LEGEND:

& RECESSED SLAB:
4" CONCRETE OVER MOISTURE BARRIER

& OVER 4" COMPACTED GRANULAR BASE

CONCRETE PATCH TO FINISH FLOOR
LEVEL; PREP FOR NEW WORK AND FINISH

EXISTING ASSEMBLY

I NEW WALL ASSEMBLY

WALL ASSEMBLY TAG VALUES

A

ABOVE CEILING, WALL FRAMING AND FINISHES EXTENDS 6"
ABOVE CEILING

BELOW CEILING, WALL FRAMING AND FINISHES BELOW CEILING

FRAMING EXTENDS TO BOTTOM OF STRUCTURE. FINISHES
TERMINATE AT 6" ABOVE FINISHED CEILING

UNDERSIDE OF ROOF DECK STRUCTURE, FRAMING AND FINISH
ONE SIDE OF WALL EXTEND TO BOTTOM OF STRUCTURE.
FINISH OTHER SIDE TERMINATES AT 6" ABOVE FINISHED CEILING

EXTEND TO UNDERSIDE OF STRUCTURE, FRAMING AND
FINISHES BOTH SIDES EXTEND TO BOTTOM OF STRUCTURE

PARTIAL HEIGHT WALL, HEIGHT AS INDICATED

EXTERIOR WALL ASSEMBLIES PER WALL SECTIONS AND
DETAILS

KEYNOTE LEGEND

02.202 WINDOW ASSEMBLIES SHOWN AS DASHED SHALL BE
REMOVED IN THEIR ENTIRETY. PREP AND/OR REPAIR
ADJACENT ASSEMBLIES AS NECESSARY FOR NEW WORK.

02.335

09.001 EXISTING GWB TO REMAIN; PATCH AND REPAIR AS
NECESSARY. PREP EXISTING SURFACE FOR NEW FINISH.

10.006 CHAINLINK FENCE STORAGE PARTITIONS, OFCI

10.007 SEPARATE PANEL TO BE 12" CLEAR FROM FLOOR

10.008 STORAGE BAYS - FUTURE WORK (OFOI)
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GENERAL NOTES:

@ @ @ @ @ @ @ @ @ 1. ROOF PLANS INDICATE LOCATIONS OF PRIMARY MECHANICAL,

ELECTRICAL, AND PLUMBING COMPONENTS AND MAY NOT SHOW
ALL COMPONENTS ON OR THAT PENETRATE THE ROOF. REFER TO
MECHANICAL, ELECTRICAL, AND PLUMBING FOR ADDITIONAL
INFORMATION

2. ALL ROOFTOP EQUIPMENT WILL REQUIRE COLLATERAL

= PENETRATION FLASHING FOR CONDUIT AND/OR PIPING. NOT ALL T
- . - . - . - . - . PENETRATIONS ARE INDICATED ON THIS PLAN. REFER TO )
MECHANICAL AND ELECTRICAL DOCUMENTS FOR LOCATIONS AND Architects
: I . ACCESSORIES, AND ROOF CURBS TO RECEIVE FLASHING
07.002 3. SEISMICALLY ANCHOR ALL ROOF EQUIPMENT TO CURBS AND 950 12th Avenue Suite 200
07.010 PROVIDE UNDER DECK REINFORCING BLOCKING TO PROPERLY Longview, WA 98632
@ ANCHOR CURBS, ETC. PH: 360-425-0000
| — 4. ELEVATIONS ARE BASED ON THE FIRST FLOOR FINISH ELEVATION www.aetta.com
OF 00"
DS 5. ALL ROOF ELEVATIONS INDICATED ARE TO THE TOP OF DECK OR
|
d 6.  ALL CRICKETS AND SADDLES TO BE SLOPED A MINIMUM OF 1/2"
l PER FOOT UNLESS OTHERWISE NOTED
j! A
| . 5 — 07.010
| | J . = i o | KEYNOTE LEGEND
I N E
i/ | a = T T
i A% b0 05.005 PREFABRICATED METAL LADDER
I 07.002 07.002 NEW LIQUID-APPLIED ROOF RESTORATION SYSTEM OVER
| : S\EXISTING SINGLE PLY ROOFING & EXISTING ROOF FRAMING
L | | 07.003 NEW SINGLE-PLY ROOF MEMBRANE OVER COVER BOARD,
g \ R-38 RIGID INSULATION, VAPOR BARRIER. EXISTING
l 07.014 | 07. . 07.015 | | 07.014 | \PLYWOOD SHEATHING & ROOF FRAMING TO REMAIN.
I 07.010 07.004 NEW SINGLE-PLY ROOF MEMBRANE OVER COVER BOARD,
X @] R-38 RIGID INSULATION, VAPOR BARRIER, NEW PLYWOOD
I | | SHEATHING & FRAMING
I 07.005 BASE BID: NEW CANOPY: NEW STEEL DECKING, STEEL
I 3 CHANNELS & PRE-FINISHED METAL GUTTER & DOWNSPOUT.
| BID ALT: EXISTING CANOPY TO REMAIN, PAINT EXISTING.
I | 07.002 | 07.010 NEW PRE-FINISHED METAL GUTTER AND DOWNSPOUT
| 07.011 NEW PARAPET WALL
I . 07.012 EXISTING PARAPET WALL TO REMAIN. NEW WRB & METAL
| z PANELS TO BE INSTALLED.
f
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FLECTED CEILING GENERAL NOTES:

RE
1.

10.

11.

REFER TO CODE ANALYSIS SHEETS FOR RATED CONSTRUCTION AND OPENING
PROTECTION.

CEILING ELEVATIONS INDICATE THE HEIGHT ABOVE THE FINISHED FLOOR IN THE ROOM
OR AREA IN WHICH THE CEILING IS LOCATED.

ACOUSTICAL CEILING GRID SHALL BE PROVIDED PER THE NORTHWEST WALL AND
CEILING BUREAU TECHNICAL FEILD MANUAL 401 SEISMIC ZONE D.

REFER TO MECHANICAL DRAWINGS FOR LOCATIONS OF GRILLS, REGISTERS,
DIFFUSERS, AND ALL OTHER ELECTRICAL EQUIPMEN. DEVICES INDICATED ON THE
DOCUMENT ARE FOR COORDINATEION PURPOSES. CENTER ALL MECHANICAL,
SPRINKLER, AND ELECTRICAL ITEMS IN 2X2 PORTION OF CEILING TILES, AS APPLICABLE.

IN ROOMS AND AREAS WHERE FLOOR & ROOF STRUCTURE ABOVE IS EXPOSED, CLEAN
AND PREP DUCTWORK, CONDUIT, AND PIPING FOR PAINT TO MATCH ADJACENT PAINTED
EXPOSED MATERIALS.

APPROVED FIRE SPRINKLER SYSTEMS TO EXTEND THROUGHOUT THE ENTIRE
STRUCTURE AND IS TO INCLUDE EXTERIOR COVERED AREAS AS REQUIRED.

SPRINKLER HEADS LOCATED IN GYPSUM BOARD CEILINGS SHALL BE FULLY RECESSED
AND FACTORY PAINTED TO MATCH CEILING. DISTRIBUTION OF HEADS MUST MEET
GOVERNING CODES.

SUBMIT SPRINKLER LAYOUTS TO ARCHITECT AND OWNER FOR APPROVAL PRIOR TO
INSTALLATION

ALL STROBES TO BE WHITE OR MATCH EXISTING BUILDING STANDARD AND BE LOCATED
IN CEILING WHERE ALLOWABLE BY CODE. FINAL LOCATION TO BE APPROVED BY
ARCHITECT AND OWNER

ALL SWITCHES TO BE MOUNTED WITH 6 INCHES MINIMUM DIMENSION FROM FRAME, OR
OTHERWISE NOTED UNO.

DAYLIGHT AND OCCUPANCY SENSORS TO BE LOCATED BY DESIGN BUILD ELECTRICAL
AND APPROVED BY ARCHITECT AND OWNER.

WSEC LIGHTING NOTES:

1. PROVIDE LIGHTING CONTROLS PER WSEC C405.2.1 - C405.2.8

LEGEND:

ACT-1 L - | 5/8"GYP OVER 2X4 FRAMING @ 24" 0.C

TO MATCH EXISTING, PAINT

ACT-2 NEW SOFFIT BOARD, VENT AND TRIM BOARD

ACT-3 CTL DECKING, ST-2
ACT-4 NEW SOFFIT
07.005 BASE BID: NEW CANOPY: NEW STEEL DECKING, STEEL CHANNELS & PRE-FINISHED
METAL GUTTER & DOWNSPOUT. BID ALT: EXISTING CANOPY TO REMAIN, PAINT
EXISTING.
09.004 EXISTING GLUE UP ACOUSTICAL CEILING TILE TO REMAIN. REPLACE DAMAGED TILES
AS NECESSARY.
09.005 EXISTING WOOD WRAPPED BEAMS, P-1, TYP
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