
QUESTIONS & ANSWERS for RFP 24-0002: 
 

QUESTION 1: 

I am reviewing the 470 sheet and I do not see specs for the UPS that is being requested. Can you please 

provide me with them? 

ANSWER 1: 

Thank you for reaching out to ask about the UPS requirements.  

We need all UPS devices to be rack mountable. See below for needs for each school. 

Banks: 
1 – 1000VA 
1 – 1500VA 
 
Goshen Elem: 
4 – 1000VA 
1 – 1500VA 
 
Goshen High: 
4 – 1000VA 
1 – 1500VA 
 
Pike Co Elem: 
4 – 1000VA 
4 – 1500VA 
 
Pike Co High: 
7 – 1000VA 
2 – 1500VA  


